


@) Go to Console > Communication Setting > RS485 Setting > Modbus Page, check the Modbus address (the default value
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(22AWG) Threaded sleeve
WIFI/GPRS/LAN MODULE INSTALLATION 2% M4 scrows: 0.5N

Z' (OPTIONAL)

For details, please refer to the corresponding Module Installation Guide in the packing.
The appearance of modules may be slightly different. The figure shown here is only for illustration.
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Insert the 6-Pin terminal into the
3 RS485 communication port.
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Connect the differential positive and negative signal wires of the first
RS485 cable from the data logger to Pinl and Pin2 of the 6-Pin terminal
respectively. If there is more than one inverter, connect Pin3 and Pin4 to
Pinl and Pin2 of another inverter.

2 x M4 screws; 0.8N-m
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Loosen two screws

and move the cover. Insert GPRS/WiFi/LAN module into COM1 port,
1 2 | and ensure that it does not fall off.

Install/secure
the module.
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